V OBSTRUCTION Y

WATER METER
OR SERVICE »
CONNECTION 9" MIN.

-;:: S ! Bas
\
= [ —E
S2 2

NO INTERCONNECTIONS :
ALLOWED (4 l/ ﬂ
7 OBSTRUCTION

NOTE: NO PERMANENT OBSTRUCTIONS ON ONE SIDE

3 D TEST COCKS

OBSTRUCTION by

7

"NO. 2 SHUT OFF
RESILIENT SEATED
GATE VALVE OR

NO. 1 SHUT OFF
RESILIENT SEATED
GATE VALVE OR

BALL VALVE oL VALV
FLANGES OR UNIONS
UPC APPROVED - T0 BE INSTALLED
TO PERMIT REMOVAL
METAL PPNG

——

€ [meter ]

N
GRINNELL OR EQUAL™
PIPE SUPPORTS
(FOR 4” & LARGER)

./ __THRUST BLOCK
AS REQUIRED
BY S.D. 610

DOUBLE CHECK VALVE ASSEMBLY (DCVA) INSTALLATION
These specifications are to be followed for all water service
protection installations utilizing a DCVA.

A permit is required before installing or replacing a backflow assembly. Permits shall be obtained
at Tucson Water, 310 W. Alameda.

2. A listing of approved backflow assemblies is available from Tucson Water.
3. The DCVA shall be installed outside, above ground, as close to the water meter as possible and on
private property unless otherwise authorized. (Right—of—ways are not private property.)
4. There shall be no other piping connected to the piping between the meter and the backflow
assembly except for parallel assembly installations.
5. Installations shall meet current uniform plumbing codes in addition to Tucson Water's Standard Details.
6. Installations shall be left exposed until inspected and approved by Tucson Water.
7. Protective cages are optional, and will meet clearance, access and drainage requirements.
8. It is recommmended that backflow assemblies be protected from the elements. Care shall be taken to
ensure that the protection does not hinder operation of the assembly.
9.  Before installing a backflow assembly on any fire system, consult with the fire authority for
additional requirements.
10.  The installation of a backflow assembly may create a closed system. Consult local plumbing
codes for pressure relief valve and thermal expansion requirements.
11.  For additional information contact the Backflow Prevention Section at (520) 791-2650.
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